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ADDENDUM NO. 1 
 

Date:  January 5, 2023 

 

Bid Date: January 17, 2023 at 2:00 PM 

 

Project:  Courthouse Generator FEMA Project No. 4332-0279 (RFP No. 22/23-006) 

 

Owner:  Bee County 

 

Engineer: John D. Mercer & Associates 

 

This document represents changes to be made to the Contract Documents and/or Plans and Technical 

Specifications for the above referenced Project.  Receipt of this Addendum must be acknowledged on the 

Bid Proposal by contractors submitting bids for this Project. 

 

PLANS: 

 

DELETE: Plan Sheets 1-6 with cover sheet dated by Engineer on 12/18/2022 

 

ADD:  Plan Sheets 1-6 with cover sheet dated by Engineer on 1/2/2023 

 

The changes described above constitute all of the changes made to date to the Contract Documents and/or 

Plans and Technical Specifications and the changes shown herein shall become part of the official Contract 

Documents of the Project. 

 

Sincerely, 

 

 

 

 

________________________________ 

John D. Mercer, PE 

John.mercer@lynngroup.com 

 

JDM/lm 
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